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Abstract

Grid resilience is a concept related to a power system’s ability to continue operating and 
delivering power even in the event that low probability, high-consequence disruptions such 
as hurricanes, earthquakes, and cyber-attacks occur. Grid resilience objectives focus on 
managing and, ideally, minimizing potential consequences that occur as a result of these 
disruptions.  Currently, no formal grid resilience definitions, metrics, or analysis methods 
have been universally accepted. This document describes an effort to develop and describe 
grid resilience metrics and analysis methods. The metrics and methods described herein 
extend upon the Resilience Analysis Process (RAP) developed by Watson et al. for the 
2015 Quadrennial Energy Review. The extension allows for both outputs from system 
models and for historical data to serve as the basis for creating grid resilience metrics and 
informing grid resilience planning and response decision-making. This document describes 
the grid resilience metrics and analysis methods. Demonstration of the metrics and methods 
is shown through a set of illustrative use cases. 
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1.  INTRODUCTION

Presidential Policy Directive 21 (PPD-21) designates the energy sector as a uniquely critical 
infrastructure “due to the enabling functions [it] provide[s] across all critical infrastructure 
sectors” [1]. Energy infrastructure, especially the electrical power grid, enables basic, societal 
functions that are taken for granted as long as power is being delivered. From communications to 
transportation to banking and finance, almost every aspect of modern life relies upon the 
electrical power grid.

A continuous, uninterrupted supply of power provides many benefits to the country. However, 
when the electrical power system is disrupted, impacts can be realized almost immediately. The 
lights go out, traffic gets disrupted, hospitals have to suspend nonessential procedures, and 
businesses may not be able to operate. In fact, weather-related power outages cause $25 to $70 
billion of economic losses annually in the United States [2]. In short, the United States relies 
upon electrical power, and interruptions to its continued supply causes significant, immediate 
problems.

Electric power utilities have long been leaders in the critical infrastructure community for 
contingency planning. Utilities are required at a minimum to demonstrate N-1 contingency 
planning such that they are able to serve peak demands during a sudden outage of any, single  
crucial elements, among other specified multiple contingencies [3]. Reliability metrics such as 
SAIDI, SAIFI, CAIDI, CAIFI,1 and others have been widely accepted as a means for measuring 
reliability and for demonstrating that grid operators are sufficiently prepared for disruptions and 
have appropriately responded to and managed power outages that occur under relatively normal 
conditions.2
 
The power grid continues to evolve as the demands of society grow and change. At the same 
time, power grid operators are faced with a changing hazard landscape. Grid operations are 
increasing in complexity due to changing power demand, increased reliance on renewable 
sources, and increasing introduction of smart technologies. The frequency of natural disasters is 
on the rise [4], and climate change has the potential to effect negatively the power grid in many 
different ways [5]. Malicious, intentional attacks on the grid’s physical assets (such as the 2014 
sniper attack on PG&E’s Metcalf Transmission Substation [6]) and cyber assets (such as 
malwares BlackEnergy and HAVEX) pose additional threats to the smooth, continued operation 
of the power grid. 

Because of the changing hazard landscape, the critical infrastructure and power grid 
communities have recognized that reliability metrics are not sufficient by themselves to 
effectively plan for many of the emerging hazards [7]. Reliability metrics measure grid 
operations during expected outages that could occur under relatively normal conditions. 
However, reliability metrics typically do not include outage information when low-probability, 
high-consequence events such as storms, earthquakes, and cyber-attacks occur. As the hazard 

1 System Average Interruption Duration Index (SAIDI), System Average Interruption Frequency Index (SAIFI), 
Customer Average Interruption Duration Index (CAIDI), Customer Average Interruption Frequency Index (CAIFI).
2 NARUC [7] uses the term “blue sky days” to describe relatively normal conditions.
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landscape continues to change, historical data used for reliability calculations may not be suitable 
for characterizing future potential outages because emerging threats can differ significantly from 
historical precedents.

Resilience is a concept that has recently emerged as a strategic objective within the critical 
infrastructure community. PPD-21 defines resilience as follows:

“The term ‘resilience’ means the ability to prepare for and adapt to changing conditions 
and withstand and recover rapidly from disruptions. Resilience includes the ability to 
withstand and recover from deliberate attacks, accidents, or naturally occurring threats 
or incidents.” [1]

Whereas infrastructure security activities are generally focused on preventing a disruptive event 
from ever occurring3, infrastructure resilience objectives are generally focused on ensuring that 
the infrastructure can continue to provide goods and services to the communities that rely upon 
them, regardless of the occurrence of disruptive events. It may not be possible to continue 
operating at nominal or pre-disruption levels, but operating at even reduced levels can reduce the 
impact of the disruptive events on the communities.

Though resilience as a formal concept is new to many in the critical infrastructure community, 
the goal of continuous power delivery is not a new idea to the power grid community; reliability 
itself is a related concept. However, reliability and resilience analyses are clearly distinct. For 
example,

 Grid reliability analyses are generally focused on grid operations for relatively normal 
conditions and in the context of limited number of expected disruption events (e.g., N-1, 
N-1-1). Grid resilience analyses are generally focused on grid operations and planning for 
the context of low-probability, high-consequence disruptive events. Disruptive events 
included in grid resilience analyses tend to be focused on events such as hurricanes, 
earthquakes, and other events that can result in extensive damage to the grid, that affect a 
large geographic region, and have other large scale consequences to the power grid and 
surrounding community. Outages from these types of events are excluded in reliability 
analyses. Reliability analyses do not capture the additional costs and/or resources that 
may come with efforts to avoid outages (e.g., the cost of purchasing additional power).

This distinction has prompted many in the power grid community to discuss and investigate the 
potential of operationalizing resilience.

Still, many challenges exist before standardized resilience metrics and analysis methods are 
broadly accepted and adopted by the power grid community. Though much research into grid 
resilience has occurred over the past decade and is currently ongoing, NARUC notes that 
resilience definitions are currently too imprecise “to be used as a regulatory term of art” [7]. The 
National Research Council further asserts that “without some numerical basis for assessing 
resilience, it would be impossible to monitor changes or show that community resilience has 
improved. At present, no consistent basis for such measurement exists” [8].

3 This perspective on security comes from PPD-21 and reflects perspectives from a variety of different infrastructure 
systems. The authors recognize that it may not entirely reflect definitions of grid security such as those put forth by 
NERC.
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To address that gap, the U.S. Department of Energy, through the Grid Modernization Laboratory 
Consortium [9], is funding the Metrics Analysis for Grid Modernization project. The objective of 
this project is to define, develop, and validate a set of metrics that can be used to measure 
progress towards grid modernization. Six different categories of metrics have been selected: 
reliability, flexibility, sustainability, affordability, security, and resilience. This document has 
been developed to describe preliminary efforts to construct resilience metrics and methods for 
calculating these metrics. The remainder of this document is structured as follows:

 Section 2 provides a brief discussion of grid resilience metrics. Current and recent 
activities by power-related organizations are mentioned. Needs and tradeoffs for 
developing grid resilience metrics are also discussed.

 Section 3 describes a proposed set of resilience metrics and methodology for calculating 
those metrics. The section also describes the set of decisions that these metrics can 
inform. 

 Section 4 provides a set of illustrative use cases that demonstrate how the proposed 
metrics can be used to support grid resilience-related decisions.

 Section 5 concludes the paper and contains a summary and discussion on requirements 
and challenges for application of the proposed metrics.
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2.  CURRENT STATE OF GRID RESILIENCE METRICS
2.1 Previous Efforts

Though the concept of resilience in complex systems has existed for decades [10], resilience is 
relatively new to the infrastructure security community. The U.S. Department of Homeland 
Security’s (DHS) Critical Infrastructure Task Force was one of the first organizations to push for 
increased resilience. The task force recommended that DHS elevate critical infrastructure 
resilience to a top level strategic objective and recommended that resilience be viewed not as a 
replacement for infrastructure protection but as an “integrating objective designed to foster 
systems level investment strategies” [11]. This recommendation spurred the development of 
resilience initiatives at the federal and local government levels (e.g., see [1], [12], [13], etc.) The 
private sector has also taken notice and actively contributed not only to the discussion on 
resilience (e.g., see [14]) but also started to take action to make infrastructure more resilient (e.g., 
see [15]- [17]).

Similarly, resilience has also started to receive greater attention within the power grid 
community over the past decade. Formal definitions, metrics, and methods for analyzing and 
operationalizing grid resilience are currently being discussed and are under development. At 
present, no grid resilience definitions, metrics, or methods have received universal recognition 
and acceptance.4 However, a number of power grid-focused organizations have been leading the 
discussion and maturation of grid resilience concepts. For example, the National Association of 
Regulatory Utility Commissioners (NARUC) has written papers describing resilience in the 
context of the power grid, differences between resilience and reliability, recommendations for 
extending reliability metrics to create resilience metrics, and other resilience-related topics [7], 
[18]. One of NARUC’s key findings is that current reliability metrics are not sufficient for 
informing analyses on investments for large-scale disruptions. The Electrical Power Research 
Institute (EPRI) has a number of efforts focused on grid resilience. These efforts include 
identifying innovative uses of existing and new technologies to improve resilience of distribution 
systems; resilience analyses for specific hazards, such as weather, geomagnetic disturbances, 
etc.; the development of risk-based metrics and methods to quantify resilience of distribution 
systems; among several other topics.  The Edison Electric Institute (EEI) has compiled a listing 
of recent studies, programs, and policies related to grid hardening and resilience for distribution 
systems and large storms [19]. The institute notes that no single solution exists to make all 
systems more resilient; rather, “utilities and their regulators must look at the full menu of options 
and decide the most cost-effective measures to strengthening the grid” [19]. The Partnership for 
Energy Sector Climate Resilience is a joint effort between the U.S. DOE and seventeen U.S. 
utilities that are collaborating to improve resilience of the power grid to climate change and 
associated extreme weather events [20]. The U.S. DOE has also explored energy resilience 
analysis frameworks in the Quadrennial Energy Review and Quadrennial Technical Review 
([21]-[23]). Those frameworks will be described in further detail in the following sections.

4 The Federal Energy Regulatory Commission’s Common Metrics Report: Performance Metrics for Regional 
Transmission Organizations, Independent System Operators, and Individual Utilities for the 2010-2014 Reporting 
Period is 74 pages and does not contain a single mention of the term “resilience.”
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2.2 Metric Types and Tradeoffs
Much of the discussion included in current grid resilience efforts focuses on 1) the ability to 
evaluate proposed grid resilience enhancing options and investments; and 2) the development of 
formal methods and metrics to facilitate option analyses and communications between 
stakeholders. These issues are not unique to the electrical grid, and resilience metric research that 
has been ongoing for the past decade can inform grid-focused efforts.

Selection of appropriate metrics for resilience activities typically requires having to balance a set 
of trade-offs (Table 1). The ideal resilience metrics would be simple to calculate; enable 
retrospective and forward-looking analyses; be highly informative; and be highly consistent. In 
reality, the analyst has to prioritize the trade-offs and consider analysis objectives and the 
resources available.

Table 1.  Metric Trade-Offs
Simpler vs. More Complex

The simplest metrics require less data that are 
easy to obtain, and the process for integrating 
the data into metrics is fairly straightforward 
(e.g., simple arithmetic).

More complex metrics may require larger 
amounts of data that may be challenging to 
obtain. The process for integrating the data 
may require technical expertise, such as 
numerical modeling.

Retrospective vs. Forward-Looking
Retrospective metrics typically measure the 
resilience of the system to previous events. 
They may be used to determine if previous 
performance was (un)satisfactory.

Forward-looking metrics typically measure 
the resilience of the system to future or 
hypothesized disruptions. These metrics are 
commonly used to inform planning and 
investment activities.

Targeted vs. Broadly Informative
Targeted resilience metrics may provide 
limited information on a single, or limited 
number of topics (e.g., single threat).

Broadly informative metrics may be able to 
provide information that is useful across a 
variety of analysis topics (e.g., investment, 
planning, operational response). 

Less Consistent vs. More Consistent
Repeated application of resilience metrics 
with little consistency can be a challenge. If 
the metric results tend to change from analyst-
to-analyst or do not enable comparative 
analysis, stakeholders may lose confidence in 
the metrics.

Consistent metrics enable reproducibility and 
comparison. Consistency builds confidence 
and leads to widespread usage of the metrics.

Resilience metrics come in many different forms, but they can generally be grouped into one of 
two categories: attribute-based and performance-based metrics. Attribute-based metrics generally 
try to answer the question “What makes my system more/less resilient?” and can be used to 
provide a baseline understanding of the system’s current resilience, relative to other systems. 
Thus, they typically include categories of system properties that are generally accepted as being 
beneficial to resilience. Examples of these categories might include robustness, resourcefulness, 
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adaptivity, recoverability, etc. Application of these metrics typically requires that analysts follow 
a process to review their system and determine the degree to which the properties are present 
within the system. These determinations are usually made by collecting survey responses, 
developing a set of subjective weighting values that represent the relative importance of the 
survey responses, and performing a series of calculations that results in numerical scores for the 
resilience attributes. The Supply Chain Resilience Assessment and Management (SCRAMTM) 
tool [24] and Argonne National Laboratory’s Resilience Measurement Index [25] are two 
examples of attribute-based metrics.

Performance-based metrics are generally quantitative approaches for answering the question 
“How resilient is my system?” These methods are used to interpret quantitative data that describe 
infrastructure outputs in the event of specified disruptions and formulate metrics of infrastructure 
resilience. The required data can be gathered from historical events, subject matter estimates, or 
computational infrastructure models. Because the metrics can often be used to measure the 
potential benefits and costs associated with proposed resilience enhancements and investments, 
performance-based methods are often ideal for cost-benefit and planning analyses. Vugrin et al. 
[26], the Multidisciplinary Center for Earthquake Engineering Research [27] and Rose [28] have 
developed examples of performance-based methods.

Depending on the specific approaches, both attribute- and performance-based metrics can be 
retrospective or forward-looking. The primary difference between the two categories of metrics 
is generally their level of complexity and consistency. Attribute-based metrics tend to be 
relatively simple in terms of the mathematics required for calculations. The data requirements 
can vary, but the data required is typically easier to gather than the data for performance-based 
metrics. This simplicity is often made possible by greater inclusion of qualitative or semi-
quantitative expert judgment that can affect the consistency of these methods. A limitation of 
attribute-based metrics is that they do not provide any estimation or confidence in how well the 
system will operate in the event of a disruption or the effectiveness of potential resilience 
enhancements and investments. Hence, attribute-based metrics may not be as informative as 
performance-based metrics for grid resilience planning and investment activities.

Performance-based resilience metrics can be rather complex and have significant data 
requirements. They often include computer models of grid operations, disruption, and recovery, 
and significant resources may be required for initial development of such models. However, 
these models can be highly informative. Not only can they be used to assess the resilience of 
power systems to previous events, but they can also be used to simulate how the power system 
could be affected to a variety of potential, future events and to assess the efficacy of proposed 
mitigations. Additionally, these methods tend to rely less on subjective or qualitative evaluations, 
thus enhancing the metrics’ consistency. Consequently, performance-based metrics are getting 
increasing attention for use in resilience planning, investment, and cost-benefit activities. For a 
more extensive review of metrics that have been proposed for measuring resilience in the power 
grid, energy infrastructure, and other infrastructure systems, see Chapters 8-10 in Biringer et al. 
[29] and Willis and Loa [30].
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3. A PROPOSED APPROACH FOR CREATING GRID RESILIENCE 
METRICS

One goal of the Metrics Analysis for Grid Modernization project is to develop grid resilience 
metrics and methodologies that:

 Help utilities better plan for and respond to low-probability, high-consequence disruptive 
events that are not currently addressed in reliability metrics and analyses;

 Provide an effective, precise, and consistent means for utilities and regulators to 
communicate about resilience issues; and 

 Provide an effective, precise, and consistent means for utilities and the communities that 
they serve to communicate about resilience issues.

Specifically, this project aims to develop metrics to inform the following kinds of analyses:
 Baseline resilience assessments that quantify the current state of resilience for a power 

system;
 Emergency response and recovery activities that address near-term (hours to days), 

imminent hazards; and
 Planning and investment efforts (and their associated trade-off analyses) that seek to 

improve resilience to future hazards over a longer-term horizon (months to years). 

As part of the 2015 Quadrennial Energy Review, Watson et al. [21] describe the Resilience 
Analysis Process (RAP), a conceptual framework for developing metrics and analyses for the 
power grid and other energy sectors. Watson et al. recommend that grid resilience metrics should 
meet the following criteria:

 Grid resilience metrics should be specified in the context of low-probability, high-
consequence potential disruptions. This context will distinguish them from reliability 
metrics.

 Grid resilience metrics should be based on the performance of power systems, as opposed 
to relying on attributes of power systems. Use of performance-based metrics will 
maximize the utility of grid resilience metrics for baseline assessments, response and 
recovery activities, and planning and investment efforts.

 Grid resilience metrics should quantify the consequences that occur as a result of strain 
on or disruption to the power grid. These consequences can be closely related to grid 
operations and power delivery (e.g., MWh of power not delivered as a result of the storm, 
utility revenue lost, cost of recovery to the utility, etc.), or they can be measured in terms 
of greater, community impacts such as population without power (e.g., measured in 
people-hours), number of emergency service assets without power for more than a 24 
hours, business interruption costs resulting from the power outage, etc.

 To the extent possible, grid resilience metrics should be reflective of the inherent 
uncertainties that drive response and planning activities. These uncertainties include 
disruption conditions (e.g., frequency of events, track of the hurricane, wind speeds), 
damage to the grid, demand from affected population, time required for response, and 
other factors.

Watson et al.’s guidance is consistent with many of the current grid resilience discussions. The 
focus on low-probability, high-consequence events addresses the gap that NARUC observed are 
present in reliability metrics. Consequence-based metrics that include the inherent uncertainties 
of these kinds of events are consistent with the risk-based metrics that EPRI is researching. The 
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use of disruption consequences and the ability to select from a variety of different consequence 
categories helps address the EEI’s recognition that utilities need flexible capabilities to explore 
the space of cost-effective options.    

Watson et al. developed the RAP for analyzing resilience of energy infrastructure systems 
(Figure 1) [21]. The RAP uses risk-based metrics, i.e., they include threat, vulnerability, and 
consequence factors, for quantifying the resilience of these systems (Table 2). In the context of 
the metric trade-offs in Table 1, the metrics that Watson et al. propose are:

 Relatively complex: Watson et al.’s metrics are probabilistic and rely on stochastic 
models of grid operations that can be relatively time- and data-intensive.

 Forward-looking: Watson et al. use the metrics to project consequences for potential 
future hazards.

 Broadly informative: the benefit of Watson et al.’s relatively complex formulation is that 
the resulting metrics can provide information for operational response, long-term 
planning, investment, and other topics. It is also scalable across varying geographic sizes 
and systems.

 More consistent: Watson et al.’s reliance on computational models increase the 
consistency of the metrics and limits (but not eliminates) subjective elements that can 
cause potential inconsistencies. 

Table 2.  Characterizing Reliability and Resilience under Watson et al.’s Resilience 
Analysis Process

Reliability Resilience
Events 
Considered

High Probability, Low 
Consequence Hazards

Low Probability, High 
Consequence Hazards

Risk-based? No Yes

Binary or 
continuous?

Operationally, the system is 
reliable or not [0 1].  
Confidence is unspecified

Resilience is considered a 
continuum, confidence is specified

Measurement 
focus

Focus is on the measuring 
impact to the system

Focus is on measuring impact to 
humans

Given the consistency of the RAP with much of the current discussion on grid resilience, we 
propose an extension of Watson et al.’s approach to measure the resilience of power systems.5 
For a specified power system, we recommend that the resilience of that power system to a 
specified hazard (or sets of hazards) should be measured in terms of the consequences that will 
result if and when the hazard(s) occur. The consequence categories selected should be reflective 
of specific analysis questions being addressed by the resilience metrics and the relevant utility, 
community, regulatory body, and other stakeholder organizations involved with the analysis 
decision. To the extent possible, estimation of the consequences should include relevant 
uncertainties and be represented in a statistical format. The specific statistical nature of the 

5 Whereas Watson et al. considered all energy infrastructure and only used numerical modeling to provide 
quantitative estimates of infrastructure performance, this paper focuses solely on the electrical grid and considers 
historical data and subject matter expert estimates, in addition to numerical modeling, for grid performance 
estimates. 
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metric (e.g., expected consequence, maximum consequence, probability the consequence 
exceeds some acceptable level, etc.) and units of the metric (e.g., MWh, time, money, etc.) 
reported should be reflective of the risk perspectives of the organizations involved. 

The following details are how we propose to extend the RAP:
 Whereas Watson et al. relied exclusively on computation models to generate the effects 

of hazards upon overall grid operations, we propose that other sources can be used to 
quantify grid impacts. Historical data, expert elicitation, and other data sources can be 
considered under the RAP. As with all data sources, the quality of the data sources and 
the appropriateness of the data for a specific analysis need to be evaluated.

 Watson et al. focused on forward –looking analyses, and we extend to include the RAP to 
be able to conduct retrospective analyses, too. Retrospective analyses are one reason to 
include the use of historical data.

 Whereas Watson et al. required resilience metrics to be probabilistic, we relax this 
requirement to include deterministic analyses. We agree with Watson et al. that whenever 
possible, it is preferable to include sources of uncertainty and characterize the impact of 
those sources on the uncertainty in consequence and resilience estimates. However, in 
many instances, it may not be possible to suitable quantify the uncertainties or it may be 
time and resource prohibitive to do so. In these instances, benefits can still be derived by 
undertaking a deterministic approach. 

The RAP and its extension provide flexibility and opportunity to customize metrics for a specific 
analysis. The primary challenges come from 1) selecting the appropriate consequence categories 
and 2) estimating the consequences. To assist in the approach, we provide a general, high level 
process for performing a grid resilience analysis. We also provide an illustration of how to 
actually calculate resilience metrics for a grid resilience analysis.
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Figure 1.  The Resilience Analysis Process.

3.1 Define Resilience Goals
The first step in the process is specifying the resilience goals of the analysis. The goals lay the 
foundation for all following steps. For example, discussion during this phase should determine 
whether assessing resilience of a power system to a previous historical event is the goal or if the 
focus is on evaluating possible system improvements. If evaluating improvements is within the 
scope of the analysis, a decision should be made about the kinds of changes to be considered and 
the types of questions the analysis should address. System specification (e.g., geographic 
boundaries, physical and operational components, relevant time periods, etc.) is also required. 
Additionally, in this stage key stakeholders and any possible conflicting goals should be 
identified. 

Some examples of high-level goal language appropriate at this step of the process are:
 Improving a regional electric grid’s resilience to natural disasters
 Evaluating a utility’s allocation capital investment and maintenance budget options for 

improving resilience
 Ensuring availability of power to medical or transportation systems during disasters
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3.2 Define Consequence Categories and Resilience Metrics
Definition of the consequence categories that serve as the basis for resilience metrics is the 
second step in the process. The consequence categories should be reflective of the resilience 
goals. In some instances, the consequence estimates and resilience metrics may focus on the 
impacts directly realized by the utility, such as power not delivered, loss of revenue, cost of 
recovery, etc. However, in some instances, direct impacts are only part of the resilience 
assessment. Energy systems provide energy not just for the sake of generating or distributing it, 
but for some larger community benefit (e.g., transportation, health care, manufacturing, 
economic gain). Resilience analyses that aim to include a broader community perspective may 
convert power disruption estimates into community consequence estimates (e.g., number of 
emergency service assets affected, business interruption costs, impact on gross regional product, 
etc.). Table 2 includes a list of example consequence categories that could serve as the basis for 
resilience metrics. All the consequence categories are measured for the defined system 
specifications and therefore may be measured across spatial (geographical) and temporal 
(duration) dimensions. Data availability may also affect selection of consequence categories. 
Resilience analyses are not restricted to a single consequence category to develop metrics. 
Rather, the use of multiple consequence categories can be beneficial for representing various 
stakeholder perspectives.

Table 2. Examples of Consequence Categories for Consideration in Grid Resilience 
Metric Development

Consequence Category Resilience Metric
Direct
     Electrical Service Cumulative customer-hours of outages

Cumulative customer energy demand not served 
Average number (or percentage) of customers 
experiencing outage during a specified time 
period

     Critical Electrical Service Cumulative critical customer-hours of outages
Critical customer energy demand not served 
Average number (or percentage) of critical 
loads that experience an outage

     Restoration Time to recovery
Cost of recovery

     Monetary  Loss of utility revenue 
Cost of grid damages (e.g. repair or replace 
lines, transformers)
Cost of recovery 
Avoided outage cost

Indirect
Community Function Critical services without power (e.g., hospitals, 

fire stations, police stations)
Critical services without power for more than N 
hours (e.g., N > hours of back up fuel 
requirement)
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     Monetary Loss of assets and perishables 
Business interruption costs
Impact on Gross Municipal Product (GMP) or 
Gross Regional Product (GRP)

     Other critical assets Key production facilities without power
Key military facilities without power 

3.3 Characterize Hazards
The third step in the process is characterization of hazards. Hazard characterization involves the 
specification of hazards of concern (e.g., hurricane, cyber-attack, etc.) Any number of hazards 
can be specified, but typically, stakeholders will have a limited number of hazards or a 
prioritized list of concerns. Determining which hazards are in and out of scope for the analysis is 
typically affected by 1) the likelihood the hazard will be realized; 2) the likelihood that severe 
consequences will be realized; 3) strategic priorities; and 4) resources available for performing 
the analysis. 

This step also can also involve the formulation of hazard scenarios when considering uncertainty. 
Development of hazard scenarios includes detailing the specific hazard conditions. For example, 
if a hurricane is the specified hazard, the hazard scenario could specify the expected hurricane 
trajectory, wind speeds, regions with storm surge and flooding, landfall location, duration of the 
event, and other conditions needed to sufficiently characterize the hazard and its potential impact 
on the power system. Hazard characterization is typically the first step in which sources of 
uncertainty are included.

3.4 Determine Level of Disruption
The fourth step is determining the level of disruption. This step specifies the level of damage or 
stress that grid assets are anticipated to suffer under the specified hazard scenarios. For example, 
anticipated physical damage (or a range of damage outcomes when incorporating uncertainty) to 
electric grid assets from a hurricane hazard might include: substation X is nonfunctional due to 
being submerged by sea water, lines Y and Z are blown down due to winds, etc. Damage 
specification could not only indicate which assets are nonfunctional or degraded, but it could 
also specify how severe the asset is impaired and what recovery steps are needed to repair overall 
system functionality.

3.5 Collect Data via System Model or Other Means
The fifth step in the process is collecting consequence data via system models or other means. 
When performing a resilience assessment for a power system to an actual, historical event, data 
collection can be typically performed by gathering system or community data that describes the 
magnitude and duration of the disruption to power delivery. Utilities maintain Outage 
Management Systems (OMS), and these systems are often a rich source of data for resilience 
analyses. When conducting forward-looking analyses, system-level computer models can 
provide the necessary power disruption estimates. These models use the damage estimates from 
the previous RAP step as inputs to project how delivery of power will be disrupted. For example, 
anticipated physical damage (or a range of damage outcomes when incorporating uncertainty) to 
an electric grid from an earthquake can be used as input to a system model that ties those outages 
due to damage to load not served within the system over time. Multiple system models may be 
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required to capture all of the relevant aspects of the complete system. Furthermore, dependencies 
may exist between models. For example, a repair and cost model may be used to determine a 
repair schedule for components of an infrastructure. The schedule determined by these models 
may inform systems models to assess how the systems perform during the restoration period.

3.6 Calculate Consequences and Resilience Metrics
The sixth step of the RAP process is calculating consequence estimates and resilience metrics. In 
their most basic form, resilience metrics may simply be the consequence values. In some 
instances, it may be preferable to combine the consequences into a single value. For example, if 
the consequence categories are specified to be the utilities cost of recovery and lost revenue, the 
utility may choose to sum these two consequence categories into a single cost metric, such as 
total monetary losses.

When uncertainty is included in the analyses, system models are used to obtain multiple 
realizations of the consequences based on hazard scenarios developed in step 3. This collection 
of consequence realizations provides probabilistic information about consequences which then 
enables risk assessment of the threats. Because of the probabilistic nature of this information, a 
specific consequence statistic (e.g., mean) can be selected in the second step and then used to 
describe the resilience metric using a single value. 

When including uncertainty in consequence estimates and resilience metrics, it is also necessary 
to specify the statistical format of the metric. That is, will the analysis use the mean consequence 
estimate, the maximum/minimum consequence estimate, the probability that consequences 
exceed a tolerance threshold, etc. The specific statistic selected should be reflective of the 
stakeholders’ risk perspectives. In Table 3 we list statistical properties that can characterize the 
consequence categories.

Table 3. Examples of Statistical Properties that can define the uncertainty
Statistical Property Description

Expected value (mean) The probability weighted average
Quantiles (Confidence Intervals) Quantiles divide the range of a probability 

distribution into contiguous intervals with equal 
probabilities, and the confidence interval is the 
specified probability that any predicted value 
lies within a given quantile.

Value at Risk (VaR) A measure of the risk for a chosen probability. 
For example, a 5% VaR of 1,000 means that 
there is a 5% probability that the distribution 
exceeds 1,000 units. 5%  is a commonly 
selected probability for VaR. 

Conditional Value at Risk (CVaR) Another measure of risk. Assuming a loss 
occurs (conditional) it estimates the expected 
value for the worst X percentage of cases. This 
is, CVaR takes into account the shape of the tail 
of a distribution. For example, a 5% CVaR of 
5,000 means that the expected value of the 
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largest 5% of the distribution is 5,000.  
Maximum/Minimum (Worst-case) The largest/smallest predicted value, and 

depending on the metric, defines one of these 
extremes as the worst-case.

Other In some cases, functions that combine several 
statistical properties are employed. For instance, 
a linear combination of the mean and the 
conditional value at risk accounts for a risk 
averse approach that also takes into account 
average outcomes. 

3.7 Evaluate Resilience Improvements
Completion of the first six steps can provide a baseline assessment of the resilience of a power 
system. Most grid resilience analyses include some aspect of determining how to modify 
operations or plan investments to improve resilience, and so the seventh step of the RAP focuses 
on assessing the potential benefits and costs of proposed resilience enhancing options. 

After completing a baseline assessment through the preceding steps, the seventh step can be 
performed by repeating the previous steps but for a system configuration that that reflects a set of 
postulated changes or investments that are intended to improve the resilience of the power 
system. The postulated changes could include

 a physical change (e.g., adding a redundant power line);
 a policy change (e.g., increased reliance on renewable power sources); or
 a procedural change (e.g., islanding to limit cascading blackouts).

After repeating the consequence estimation and calculation of resilience metrics for the new 
system configuration, the resilience metrics can be used to determine how much of a benefit the 
postulated improvement would provide. Analysts can then compare these benefits with the 
associated costs to determine which options are preferable or, ideally, optimal. 

Figure 2(a) illustrates steps 5 and 6 in the grid resilience analysis process for a historical 
analysis. The key steps in the process are identifying data sets that describe the impact of the 
hazard scenario on the power systems ability to generate and deliver power. A reduction in that 
ability (represented as “Power Delivered” in Figure 2) can have consequences on the utility and 
or the surrounding community (represented by “Consequences of Power Delivered”), and data 
describing these consequences ultimately populate the resilience metrics. Power outages can 
have different consequences depending on where and when they occur, so, if possible, data 
describing “Power Delivered” ought to include the timing and location of the disruption.

Figure 2(b) illustrates the steps for a forward-looking resilience planning process. The 
fundamental difference in the planning process is that numerical, system models are used to 
generate numerical estimates of “Power Delivered”. Within these system models, the analysts 
need to parameterize the impact of the hazard scenario upon grid operations. This 
parameterization can include specification of damaged assets, level of asset functionality (e.g., is 
it completely nonfunctional, operating as usual, or somewhere in between),  or duration of 
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compromised functionality. The system models use this information along with information 
describing the restoration process to estimate “Power Delivered”. Additional models may be 
used to estimate “Consequences of Power Delivered”) or these data may require consultation 
with other community stakeholders. 

Figure 3 illustrates the process when we consider sources of uncertainty, as well as where the 
sources of uncertainty enter into the calculation. In these analyses, the input parameters are 
represented as probability distributions, and, thus, the outputs “Power Delivered” and 
“Consequences of Power Delivered” are also probability distributions. Because these quantities 
are estimated numerically, they are more practically represented as histograms or summarized by 
their statistical properties (e.g., mean, standard deviation, etc.)

Thus far, the discussion of the recommended grid resilience metrics and analysis has been mostly 
general. The next section demonstrates application of the metrics and analysis process in a more 
concrete manner through a series of use cases.
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(a)

(b)

Figure 2. Calculation of Grid Resilience Metrics: for (a) historical assessment and (b) forward looking, planning analyses.
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Figure 3. Calculation of Grid Resilience Metrics: inclusion of uncertainty. 


